
WMCHealth Bed Tower 

• 5 Story Bed Tower

• All Private Rooms, 
Built to ICU Code

• 96 Total Beds⏤ 4 
floors each with 32 
beds

• 32 Additional Beds 
on Shell Floor, 
creating  128 Bed 
Capacity

• 159,870 Total 
Building Area GSF
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13. ALL SMOKE BARRIER WALLS ARE TO BE EXTENDED FROM BACK SIDE OF
EXTERIOR WALL SHEATHING TO BACK SIDE OF EXTERIOR WALL SHEATHING
OR ANOTHER SMOKE BARRIER WALL.

12. HIGHER RATED FIRE WALLS TAKE PRECEDENCE OVER LOWER RATED
WALLS & ARE TO CONTINUE THROUGH ALL SUCH INTERSECTIONS.

11. ALL NON-LOAD BEARING INTERIOR WALLS ARE TYPE “A” UNLESS NOTED
OTHERWISE.

10. REFER TO MEP DRAWINGS FOR ADDITIONAL MEP SPECIFIC INFORMATION.

9. REFER TO STRUCTURAL DRAWINGS FOR ADDITIONAL STRUCTURAL
SPECIFIC INFORMATION.

8. REFER TO INTERIOR FINISH DRAWINGS FOR ADDITIONAL INTERIOR FINISH
SPECIFIC INFORMATION.

7. REFER TO EQUIPMENT DRAWINGS FOR ADDITIONAL EQUIPMENT SPECIFIC
INFORMATION.

6. REFER TO LIFE SAFETY DRAWINGS FOR ADDITIONAL FIRE / SMOKE RATING
REQUIREMENTS.

5. ALL DOOR FRAMES ARE TO BE INSTALLED 4” AWAY OF ADJACENT
PERPENDICULAR WALLS UNLESS NOTED OTHERWISE.

4. REFER TO DEMOLITION DRAWINGS, IF ANY, FOR WORK REQUIRED IN
ADVANCE OF CONSTRUCTION AND COORDINATE ACCORDINGLY.

3. ALL DIMENSIONS ARE TO COLUMN CENTERLINES OR FACE OF FINISHED
WALLS OR SURFACES UNLESS NOTED OTHERWISE.

2. DO NOT SCALE DRAWINGS, IF DIMENSIONAL INFORMATION IS REQUIRED &
NOT FOUND, NOTIFY ARCHITECT IMMEDIATELY FOR CLARIFICATION.

1. DRAWINGS & SPECIFICATIONS ARE COMPLIMENTARY COMPONENTS OF THE
CONTRACT DOCUMENTS, REVIEW ALL DRAWINGS AND SPECIFICATIONS FOR
THE COMPLETE SCOPE OF WORK. NOTIFY ARCHITECT IMMEDIATELY FOR
CLARIFICATION IF INCONSISTENCIES, CONTRADICTIONS OR OMISSIONS ARE
DISCOVERED.
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13. ALL SMOKE BARRIER WALLS ARE TO BE EXTENDED FROM BACK SIDE OF
EXTERIOR WALL SHEATHING TO BACK SIDE OF EXTERIOR WALL SHEATHING
OR ANOTHER SMOKE BARRIER WALL.

12. HIGHER RATED FIRE WALLS TAKE PRECEDENCE OVER LOWER RATED
WALLS & ARE TO CONTINUE THROUGH ALL SUCH INTERSECTIONS.

11. ALL NON-LOAD BEARING INTERIOR WALLS ARE TYPE “A” UNLESS NOTED
OTHERWISE.

10. REFER TO MEP DRAWINGS FOR ADDITIONAL MEP SPECIFIC INFORMATION.

9. REFER TO STRUCTURAL DRAWINGS FOR ADDITIONAL STRUCTURAL
SPECIFIC INFORMATION.

8. REFER TO INTERIOR FINISH DRAWINGS FOR ADDITIONAL INTERIOR FINISH
SPECIFIC INFORMATION.

7. REFER TO EQUIPMENT DRAWINGS FOR ADDITIONAL EQUIPMENT SPECIFIC
INFORMATION.

6. REFER TO LIFE SAFETY DRAWINGS FOR ADDITIONAL FIRE / SMOKE RATING
REQUIREMENTS.

5. ALL DOOR FRAMES ARE TO BE INSTALLED 4” AWAY OF ADJACENT
PERPENDICULAR WALLS UNLESS NOTED OTHERWISE.

4. REFER TO DEMOLITION DRAWINGS, IF ANY, FOR WORK REQUIRED IN
ADVANCE OF CONSTRUCTION AND COORDINATE ACCORDINGLY.

3. ALL DIMENSIONS ARE TO COLUMN CENTERLINES OR FACE OF FINISHED
WALLS OR SURFACES UNLESS NOTED OTHERWISE.

2. DO NOT SCALE DRAWINGS, IF DIMENSIONAL INFORMATION IS REQUIRED &
NOT FOUND, NOTIFY ARCHITECT IMMEDIATELY FOR CLARIFICATION.

1. DRAWINGS & SPECIFICATIONS ARE COMPLIMENTARY COMPONENTS OF THE
CONTRACT DOCUMENTS, REVIEW ALL DRAWINGS AND SPECIFICATIONS FOR
THE COMPLETE SCOPE OF WORK. NOTIFY ARCHITECT IMMEDIATELY FOR
CLARIFICATION IF INCONSISTENCIES, CONTRADICTIONS OR OMISSIONS ARE
DISCOVERED.
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13. ALL SMOKE BARRIER WALLS ARE TO BE EXTENDED FROM BACK SIDE OF
EXTERIOR WALL SHEATHING TO BACK SIDE OF EXTERIOR WALL SHEATHING
OR ANOTHER SMOKE BARRIER WALL.

12. HIGHER RATED FIRE WALLS TAKE PRECEDENCE OVER LOWER RATED
WALLS & ARE TO CONTINUE THROUGH ALL SUCH INTERSECTIONS.

11. ALL NON-LOAD BEARING INTERIOR WALLS ARE TYPE “A” UNLESS NOTED
OTHERWISE.

10. REFER TO MEP DRAWINGS FOR ADDITIONAL MEP SPECIFIC INFORMATION.

9. REFER TO STRUCTURAL DRAWINGS FOR ADDITIONAL STRUCTURAL
SPECIFIC INFORMATION.

8. REFER TO INTERIOR FINISH DRAWINGS FOR ADDITIONAL INTERIOR FINISH
SPECIFIC INFORMATION.

7. REFER TO EQUIPMENT DRAWINGS FOR ADDITIONAL EQUIPMENT SPECIFIC
INFORMATION.

6. REFER TO LIFE SAFETY DRAWINGS FOR ADDITIONAL FIRE / SMOKE RATING
REQUIREMENTS.

5. ALL DOOR FRAMES ARE TO BE INSTALLED 4” AWAY OF ADJACENT
PERPENDICULAR WALLS UNLESS NOTED OTHERWISE.

4. REFER TO DEMOLITION DRAWINGS, IF ANY, FOR WORK REQUIRED IN
ADVANCE OF CONSTRUCTION AND COORDINATE ACCORDINGLY.

3. ALL DIMENSIONS ARE TO COLUMN CENTERLINES OR FACE OF FINISHED
WALLS OR SURFACES UNLESS NOTED OTHERWISE.

2. DO NOT SCALE DRAWINGS, IF DIMENSIONAL INFORMATION IS REQUIRED &
NOT FOUND, NOTIFY ARCHITECT IMMEDIATELY FOR CLARIFICATION.

1. DRAWINGS & SPECIFICATIONS ARE COMPLIMENTARY COMPONENTS OF THE
CONTRACT DOCUMENTS, REVIEW ALL DRAWINGS AND SPECIFICATIONS FOR
THE COMPLETE SCOPE OF WORK. NOTIFY ARCHITECT IMMEDIATELY FOR
CLARIFICATION IF INCONSISTENCIES, CONTRADICTIONS OR OMISSIONS ARE
DISCOVERED.

MARK DATE DESCRIPTION

07/23/2021 SCHEMATIC DESIGN PACKAGE

10/08/2021 DESIGN DEVELOPMENT PACKAGE

ACCESSIBLE ROOF AREA


